Loan No. 3554-BAN-OCR

Public-Private Infrastructure Development Facility-3

ANNUAL ENVIRONMENTAL AND SOCIAL COMPLIANCE AUDIT REPORT

225 MW Power Project at Borhanuddin, Bhola, Bangladesh

Nutan Bidyut Bangladesh Limited

February, 2021

Prepared by

INFRASTRUCTURE DEVELOPMENT COMPANY LIMITED

DHAKA, BANGLADESH

www.idcol.org


http://www.idcol.org/

TABLE OF CONTENTS

EXecutive SUMMANY.......ccoiuiiiiiiii s e e 6
1. INrOdUCHION. ... e 7
1.1 L (o 1=Tot o] (o] Lo =1 o | A PP 7
1.2 Area and location of the Project...........ooo i 7
1.3 Brief description of the ProjeCt.... ... 8
1.4 Objectives of environmental and social compliance audit....................ooooiiiiiiinn, 10
15 1= 1 ToTo (o] oo YA PP 10
1.6 [ LT o1 11T I o =T 1 o o 150 10
1.7 Changes iN PrOJECE SCOPE. ... ..ttt ettt et e e 10
1.8 Environmental MONITOMING .. . ..o e 10
2. Regulatory Requirements...........covuiiiiiiiiiiiiirrr s s 11
2.1 Environment Conservation Rules, 1997 of Bangladesh ...............ccoiiiiiiiiiiiiiiiiies 11
2.2 Environmental and Social Compliance Related Standards and Guidelines of Asian
DEVEIOPMENT BANK .. ..enitiiit ittt ettt et et e e e sa bt e e s e bb e e e e e e s e aanbeeeaean 11
2.3 Environmental and Social Safeguards Framework of IDCOL ............ccoviiiiiiiiiiiiiinnn, 11
3. Implementation of Environmental Safeguards.............cccocviiiiiiiiiiiiine, 12
3.1 Compliance with Environment Conservation Rules, 1997...........coooiiiiiiiiiiiie e, 12
3.2 Compliance with Environmental Management Plan ..., 12
3.3 Compliance with Safeguards Policy Statement, 2009 of ADB .........cooviiiiiiiiiiieeeeen 17
4. Implementation of Social Safeguards..............coiiiiiii e 18
4.1 Impact on resettlement and livelihood ........... ..o 18
4.2 Institutional arrangement for social safeguards ......... ... 18
4.3 Impact 0N INAIJENOUS PEOPIE. . ... et e 18
4.4 L0 a1 o I =T oo 11 PP 18
4.5 Public consultation and disclosure of information ............c.ccoooiiii 20
4.6 ENRanCemMENt . . 20
5. COrrective ACHION PlaN .iuiuiie i s r s s s s s rre s s s ra e e e e s nana s 21
L O o T o] 11 =1 ] o N 22

2|Page



Annexure

Annex-1: Environmental Clearance CertifiCate.............ouuiiieiiriii e 23
Annex-2: Location of the project Site...... ..o 25
ANNEX-3: PPE arrangemeENnt. ... ... e e e 26
Annex-4: Fire fighting arrangement...... ..ot e e s 27
Annex 5: Emergency Response t0 COVID — 19, ...t 28
ANNEX-6: MOCK Fill. ... e e e 29
ANNEX-7: Safety aSSEMDIY.... ... e 30
ANNEX-8: APPlICAtION Of SIgNAGE . ... ittt e e 31
ANNEX-9: CUrrent Status Of PrOJECT. ... e e e et e ae e 32
Annex-10: Workers shed with sanitary facilities.............c.co s 33
Annex-11: Grievance Redress MeChaNISIM .. ... ... e 34

3]Page



List of Abbreviations

ADB Asian Development Bank
DOE Department of Environment
ECR Environment Conservation Rules
EHS Environment and Health Safety
EMP Environmental Management Plan
ERP Emergency Response Plan
FGD Focus Group Discussion
IDCOL Infrastructure Development Company Limited
IEE Initial Environmental Examination
NBBL Nutan Bidyut Bangladesh Limited
PPE Personal Protective Equipment
SPS Safeguards Policy Statement

4| Page



List of Tables

Table 1.1:
Table 3.1:
Table 3.2:
Table 3.3:
Table 3.4:
Table 3.5:
Table 3.6:

Table 3.7:

5|Page

Key project INformation...........ooiirii i e e 7
Compliance With ECR, 1097 ... o e s 12
Response of NBBL on project activities and mitigation measures during construction....... 13
Monitoring parameters and frEQUENCY ..........cooiiiiiiiii e 15
Ambient air quality at ProjECt SItE .......vieirii i 15
Ambient noise level at Project St .......c.iuieii i 16
Surface water quality at project Site .............ccooveveieieninnen. St 16

Compliance with important EHS aspects during operation..................cccooiiiiiiiiiin.. 17



EXECUTIVE SUMMARY

Background

Nutan Bidyut (Bangladesh) Limited (NBBL) has been awarded to develop, design, finance,
build, own, operate and maintain the 225 MW dual fuel based Combined Cycle Power Plant
(CCPP) at Bhola District of Barisal Division. The proposed plant is to be set up adjacent to the
existing 225 MW CCPP of Bangladesh Power Development Board (BPDB), referred as Bhola-
I. For financial assistance, NBBL has approached Infrastructure Development Company
Limited (IDCOL), along with other lenders. Considering the importance of the project, IDCOL
has provided a term loan facility of USD 70 million in favour of the project. IDCOL has sourced
the required financing from the fund allocated as ordinary capital resources (OCR) for large
infrastructure projects under Public-Private Infrastructure Development Facility (PPIDF)-3 of
Asian Development Bank (ADB).

According to the Environment Conservation Rules (ECR), 1997 of Bangladesh Government,
industrial projects have been categorized into four classes—Green, Orange A, Orange B and
Red. Considering the magnitude of environmental impacts, power plant project has been
classified as Red Category. Hence, NBBL project has fallen into the Red category. Given the
environmental impacts of the NBBL project are mostly site specific, ADB has categorized the
project as B as per ADB guidelines. Due to the absence of any indigenous habitat in the project
area, the project has been categorised as C from indigenous peoples (IP) perspective. In
addition, based on available information, there is no issue of involuntary resettlement. So, the
project has been categorised as C from involuntary resettlement (IR) perspective. In addition,
IDCOL has adopted an Environmental and Social Safeguards Framework (ESSF). According
to this ESSF, the proposed project of NBBL seems to be a High-Risk project requiring detalil
environmental impact assessment.

ERM, India being engaged by NBBL as Environmental Consultant, has conducted the detall
environmental impact assessment and prepared the Initial Environmental Examination (IEE)
Report based on the guidelines of Department of Environment (DOE), Government of
Bangladesh (GOB) and Asian Development Bank’s (ADB’s) Safeguard Policy Statement
(SPS), 2009. In addition, respective IFC EHS guidelines (general and sector specific) have
also been consulted. To assess the actual implementation of environmental management
plan and social safeguards, respective IDCOL official visited the project site during
construction phase. And it is yet to be operational. According to the IEE, there is requirement
of IDCOL to submit annual Environmental and Social Compliance Audit Report of this project
to ADB. Accordingly, this audit report has been prepared by IDCOL.

Audit overview and findings

The audit period (January 2020 to December 2020) of this Environmental and Social
Compliance was influenced with the requirement of lock-down and subsequent social
distancing due to COVID. Hence, there was limited scope to physically visit the project and to
consult with adjacent neighborhoods, similar to the previous years. However, respective
officials of Environmental and Social Safeguards Unit (Infrastructure), IDCOL have reviewed
the available relevant documents and clearances. During audit, the commitment of NBBL to
comply with environmental and social safeguards have been found as satisfactory.

6|]Page



1.0 INTRODUCTION

1.1 PROJECT PROPONENT

The project involves development and operation of a 225 MW gas-based power plant at Kutba
Union of Borhanuddin Upazilla, Bhola District. Nutan Bidyut Bangladesh Limited (NBBL) is a
special purpose vehicle of well-known entrepreneur named Habib Group. The generated
electricity from the project will be sold to Bangladesh Power Development Board (BPDB)
under a 22-year Power Purchase Agreement. Table 1.1 shows key project information.

Table 1.1: Key project information

Project Company Nutan Bidyut (Bangladesh) Ltd.

Date of Incorporation 27 March 2016

Registration Number C-129866/2016

Registered Address [B)f::kimpire, 7t Floor, Plot No. 116, Road No. 11, Block — E, Banani,
Trade License Number & Issuer No: 03-094765; Dhaka North City Corporation
TIN Number 431559740389

Type of Business Power Generation

Capacity 220 MW (Gas) / 212 MW (HSD)

Fuel Type Duel Fuel (Gas/ HSD)

Project Location Kutba Union, Burhanuddin Upazilla, Bhola District
Land Area 18.78 acres

Project Tenure 22 Years

Project Type Independent Power Producer

LOI Issuance Date 18 April 2016

Gas Turbine General Electric Company (GE)

1.2 AREA AND LOCATION OF THE PROJECT

The proposed power plant is to be located adjacent to Bhola-1 Power Plant at Kutba Union of
Borhanuddin Upazilla, Bhola District, Bangladesh. The project is proposed to be situated on
the right bank of Dehular Khal and is approachable via Charfassion-Bhola Highway Road
(R890). Borhanuddin town is approximately 3 km from the project site and 28 km north of
Bhola District Headquarters.

The plot of land is primarily virgin, plain and flat, and the Dehular Khal (canal), originating from
Tatulia river, is passing alongside its western boundary. Dehular Khal has sufficient flow to
meet the water requirement of the power plant for operation and maintenance throughout the
year. No human settlement or houses exist on the land. In the close vicinity (within 2 km from
the centre) of the project site, small settlements are located eastern, north-eastern and
western side of the site. The project site co-ordinates are as follows:
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North corner : 22028/53.72"N, 90°42/32.95"N

North-West corner: 22°28/53.87"N, 90°42/29.39"N
South corner : 22028/36.46"N, 90°42/35.78'N
South-East corner : 22028/37.74"N, 90°42/39.03"N

13 BRIEF DESCRIPTION OF THE PROJECT

The main power block of the Plant will consist of two dual fuel gas turbines (“GT”), one steam
turbine (“ST”), two heat recovery steam generators (“HRSG”) and bypass and main stacks.
Emergency diesel generators will be provided to ensure safe shutdown.

Gas Turbine

The Gas Turbine models for this CCPP are dual fuel (Natural Gas and HSD) GE make Frame
6F.03, 50 Hz machines with dry low NOx burner assembly coupled with individual two (2) pole
cylindrical rotor, closed circuit, air cooled generator that delivers power at a voltage of 11.5
kV. The GT will be installed within an acoustic, ventilated enclosure with fire detection and
protection systems.

Heat Recovery Steam Generator

The HRSG will be of a double pressure, unfired, natural circulation and horizontal type, in
accordance with the manufacturer’s standard design. The HRSG will be sized to operate over
the full range of ambient temperatures specified. The HRSG consists of an economizer,
evaporator, and super-heater tube bank section(s) with finned tubing, as appropriate, to
maximize heat transfer.

Steam Turbine

The steam turbine will be 3000 RPM, non-reheat, condensing type, coupled directly to a two
(2) pole cylindrical rotor, closed circuit, air cooled generator that delivers power at a voltage of
11 kV. The ST exhaust and condenser configuration will be in accordance to manufacturer’s
standard design. The ST will be sized to pass the entire quantity of steam generated by the
HRSG over the full range of ambient temperatures specified.

Feed Water System

The feed water system will provide sufficient and reliable feed water to the HRSG. The feed
water system will include necessary feed water heaters, de-aerators, feed water pumps,
control valves and auxiliaries. One feed water pump will be in service during 100% plant output
with another pump on standby.

Steam Turbine Condensers

The steam turbine condenser will be designed and constructed with sufficient margin and
spare surface area for the maximum heat rejection duty under both normal operation and
turbine bypass operation conditions for the operating regime specified. The condenser will be
cooled by the cooling water system.
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Cooling Water System

The main cooling water system will provide cooling water to the steam turbine condenser by
means of cooling water pumps installed in the cooling tower basin. The warm water from the
condenser is returned to the multi-cell induced draft cooling tower, where it is cooled and
collected in the cooling tower basin for return to cool the condenser. The induced draft cooling
tower will be provided with the capacity for maximum heat rejection duty under all steam
turbine operation conditions for the design conditions specified. The cooling tower shall have
sufficient cells to allow for one cell to remain in standby under reference operating conditions.

Natural Gas System

Natural Gas at a pressure of about 600 psig will be supplied at the plant terminal, which will
be further reduced up to 300 psig by installing regulating and metering station (RMS). The gas
will be supplied from Shabajpur gas field of Sundarban Gas Company Limited, which is at
distance of 6 km. A pipeline will be laid for this purpose by SGCL. The natural gas system will
include backup metering equipment and all necessary compressors, pressure reduction
stations, gas filter-separators, isolation and control valves, safety valves, and other equipment.
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1.4  OBJECTIVES OF THE ENVIRONMENTAL AND SOCIAL COMPLIANCE AUDIT
The audit has been conducted with the aim to assess the project’s compliance with-

() Environment Conservation Rules (ECR)1997 of GOB,;

(i) Environmental and social safeguards according to the Environmental and Social
Safeguards Framework (ESSF) of IDCOL;

(iif) Environmental and social safeguards according the Safeguards Policy Statement
(SPS), 2009 and other relevant standards and guidelines of the ADB;

(iv) Proposed mitigation measures and monitoring procedures according to the
environmental management plan (EMP).
1.5 METHODOLOGY
The audit includes the following steps:
(i) review the environmental and social safeguards documents including environmental

impact assessment report, EMP and Resettlement Action Plan, Stakeholder
Engagement Plan (as are relevant);

(i) assess actual implementation of the guidelines/action plan of the safeguard related
documents.
1.6 REPORTING PERIOD

The reporting period of this Environmental and Social Compliance Audit Report is January
2020 to December 2020.

1.7 CHANGES IN PROJECT SCOPE

There is no change in the technology and operational process as have been declared by the
respective government and accepted by NBBL. So, it can be said that the Environmental
Management Plan (EMP) of ADB approved Initial Environmental Examination (IEE) is fully
applicable during the reporting period as well.

1.8 ENVIRONMENTAL MONITORING

The parameter, frequency and methodology of environmental monitoring are in accordance
with EMP of ADB approved IEE, as has been detailed in chapter 3 of this audit report.
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2.0 REGULATORY REQUIREMENTS

2.1 ENVIRONMENT CONSERVATION RULES, 1997 OF BANGLADESH

The project has to comply with the Environment Conservation Rules (ECR), 1997. According
to the categorization of ECR, 1997, the project has been categorised as Red! meaning that it
has significant adverse environmental impacts, which are to be mitigated with proper
mitigation measures.

2.2 ENVIRONMENTAL AND SOCIAL COMPLIANCE RELATED STANDARDS AND
GUIDELINES OF ASIAN DEVELOPMENT BANK

The project has to be complied with Safeguards Policy Statement (SPS), 2009 of ADB in
regard of environmental and social (E&S) compliances. Considering the adversity of
environmental impacts, it has been categorized as B from environmental safeguard point of
view. Accordingly, an IEE has been prepared, which is already approved by the ADB. As no
record of any indigenous habitat has been found at Kutba, Borhanuddin the project has been
categorised as C in respect of Indigenous People (IP). In addition, due to unavailability of
involuntary resettlement, the project has been categorised as C from IR perspective.

2.3 ENVIRONMENTAL AND SOCIAL SAFEGUARDS FRAMEWORK OF IDCOL

IDCOL has adopted an Environmental and Social Safeguards Framework (ESSF) in 2011,
which is to be complied with all infrastructure projects as are to be funded IDCOL. According
to the environmental categorization of ESSF, the project has been categorised as High-Risk
project requiring significant compliance safeguards including comprehensive environmental
impact assessment and regular monitoring. In consideration of social categorization, the
project has been categorised as Low Risk in consideration of social safeguards.

! Schedule-1 of ECR (project no. 6 of Red category), 1997
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3.0 IMPLEMENTATION OF ENVIRONMENTAL SAFEGUARDS

3.1 COMPLIANCE WITH ENVIRONMENT CONSERVATION RULES, 1997

NBBL has to comply with the requirement of ECR, 1997 of the DOE. In the following Table
3.1, the compliance status of NBBL, in regard of major milestones of ECR, 1997 is depicted.
The renewal copy of Environmental Clearance Certificate is provided in Annex-1.

Table 3.1: Compliance with the requirement of ECR, 1997

Basic Requirement Compliance Status
Award Site Clearance Certificate Fully complied
Award EIA approval Fully complied
Award Environmental Clearance Certificate Fully complied?
Renewal of Environmental Clearance Certificate Fully complied

3.2 COMPLIANCE WITH ENVIRONMENTAL MANAGEMENT PLAN

a. Institutional arrangement

To ensure satisfactory EHS compliance, NBBL has already appointed Mr. S. M. Arif Hossain.
Mr. Arif is experienced with technical and EHS issue due to his considerable period of
experience in Chevron. He is assisted by a group of engineers and other officials. At the
corporate level, the EHS aspect is monitored by Mr. J. Sinhamahapatro Director, NBBL.

b. Compliance status

In the IEE, a number of activities having potential adverse environment impacts and
occupational health safety aspects during operation phase have been identified. In the
following Table 3.2, suitable mitigation measures to address these impacts according to the
EMP and actual responses by NBBL has been discussed.

2 The meeting minutes of awarding ECC is attached at Annex-1

12| Page



Table 3.2: Response of NBBL on project activities and mitigation measures during construction phase

Project Activity Potential Impacts Proposed mitigation measures in EMP Actual implementation Compliance
status
Site Clearing, sand Soil erosion and compaction Demarcation of routes for movement of heavy vehicles | = Through separate routes | Complied
filling and site especially near the temporary jetty; pedestrians have been
; ; _ . . separated from heavy traffic
preparation, laying of Stripping and placing soils when dry, and not when wet; veEicIes y
as pipeline )
gas pip Building small bunds in areas with slope to prevent soil
erosion
Wastewater Surface water contamination Vehicle servicing areas and wash bays located within | = proper arrangement required | Complied
Discharge from roofed and cemented areas. The drainage in these drainage facility has been
washing of covered areas connected to oil/water separator and observed;
: channelized properly to the land/inland waters ;
equ_ment and ] ] ] ® There is adequate attention to
machinery Oil leakage or spillage contained and cleaned up address oil leakage and
immediately. Waste oil to be collected and stored for spillage.
recycling or disposal;
. = Sanitary facilities have been
i S Oil and grease separator shall be used for wastewater found gs, satisfactory _
Leaks and spill of Ground water contamination generated from cleaning activities; : Complied
oils, lubricants and i
fuels Any surplus wastewater from the concrete batching to " There is a_rr_ang_er_rt]'e?t ?f
be treated to comply with discharge standards before it awall'eness raising initiative o
is discharged; WOrKers.
Adequate sanitary facilities, i.e. toilets and showers,
provided for the construction workforce;
Workers trained in the use of designated areas/bins for
waste disposal and encouraged to use toilets.
Transportation of Disturbance to existing road Avoiding peak hours for heavy vehicles movement | = Speed limit has been found to | Complied

personnel and use of
road network.

users through increase in road
traffic.

where possible;

Speed limit within access road shall be less than 20
km/hr;

Training and awareness amongst driver’s to encourage
systematic parking, following traffic rules, preventing
unnecessary stoppages and overtaking.

maintain;

= Workers have been found to
be properly trained about safe
traffic rules.




Project Activity Potential Impacts Proposed mitigation measures in EMP Actual implementation Compliance
status
Heath safety during Risk of human health and All necessary safety equipment should be ready at the PPE has been found to be | Complied
operation property damage plant; adequately practiced.
Regular training on safety needs to provide.
Fires, explosion and Risk of human health and Use of personal protective equipment during operation There are various types of fire | Complied
other accidents property damage and maintenance; extinguishers to  address
. ) different types of fire;
Prepare and implement safety and emergency manual,
. . . . . Automated firefighting system
Regular inspection of lines for faults prone to accidents; has been installed:
Provision of fire protection equipment; Regular fire drill has been
Provision of lightening arrestors. accomplished.
Domestic wastewater | BOD, fecal coliform Need to provide septic tank with soak pit for treatment Adequate attention has been | Complied
and sewage contamination in groundwater of sewage. given to septic tank with soak
and surface water pit for treatment of sewage.
Wastes oil from plant | Potential soil and groundwater Secure on-site storage, waste sell to the DOE Used lube oil is being sold to | Complied

(scrap metal, waste,
lube oils, spill oil etc.)

contamination

authorized vendor for discharge in a safe place.

DOE designated vendor.

14| Page




c. Environmental monitoring

l. Technical approach of environmental monitoring

In the EMP of the IEE, environmental monitoring has been required during operation phase.
The air, water and noise quality monitoring schedule are depicted in Table 3.3.

Table 3.3: Monitoring parameters and frequency of monitoring during construction phase

Key parameters to be monitored: (1) Ambient Air Quality

location

frequency

parameter

point of the plant

Four corners of plant boundary and centre

Quarterly (routine) analysis

SPM, SPM, PM 10

Key parameters to be monitored: (2a) Surface Water

location

frequency

parameter

Project site at Kutba

Bi-annual

basis in each year (pre-
monsoon and post-monsoon)

pH, Temperature, DO,
BOD, COD, TDS, Oil
and grease

Key parameters to be monitored: (2b) Ground Water

location

frequency

parameter

Project site at Kutba

Bi-annual basis in every year (pre-
monsoon and post-monsoon)

pH, Temperature, DO,
BOD, COD, TDS, QOil

and grease
Key parameters to be monitored: (3) Noise
location frequency parameter
At four corners of Project boundary Quarterly (routine) Limits in dBA

Table 3.4: Ambient air quality at project site

10 January 2020 5 October 2020
Location SPM | PM10 | PM25 SOx (l':'g(])/’r‘n (Egpl'\n"]?, PM10 (Tl'\é'/zrﬁi (fg%s (L'l\'g%s
(Hg/m?) | (g/m?) | (ug/m?) | (ng/m?) | 5 ) (ng/m?) ) ) )
AQL: Subash
Master House, 157.7 48.2 29.5 4.1 15.9 127.3 41.9 25.1 4.0 10.5
Char Kutuba
AQ2: Nirob
Hossain House, 179.5 65.3 46.2 5.9 17.2 141.8 52.4 34.7 55 13.9
Char Kazipur
AQ3: Lokman
Hossain House, 153.2 55.4 35.5 9.6 18.6 140.2 59.8 335 7.2 15.6
Char Kazipur
Standard of DOE 200 150 65 365 100 200 150 65 365 100

Source : NBBL




Table 3.5: Ambient noise level at project site

Location 10 January 2020 5 October 2020
Day (6.00 am Night (9.00 pm | Day (6.00 am | Night (9.00 pm
to0 9.00 pm) to 6.00 am) to0 9.00 pm) to 6.00 am)
NL1 (200 m from east 56.7 55.1 54.3 44.3
corner - residential
area)
NL2 (60m from north 56.3 52.8 57.2 455
corner - In front of Nurul
Islam House)
NL3 (60m from east 59.4 60.9 59.5 57.0
corner - In front of llias
Mia House)
NL4 (Within power 64.9 58.8 68.1 78.3
complex)
NL5 (230m from south- 53.9 56.5 54.5 65.2
west corner - In front of
Mosharaf Mia House)
Standard of DOE? 75 70 75 70

Source : NBBL

Table 3.6: Surface water quality at project site

Parameter 29 January 2020 20 October 2020 DOE Standard
pH 7.90 7.45 6-9

DO 5.4 mgl/l 5.6 mgl/l 4.5-8 mg/l
TDS 220 mg/l 100 mg/l 2100 mg/l

Oil and grease Less than 2.0 mg/l | Less than 2.0 mg/l 10.00

Source : NBBL

Il. Result of environmental monitoring

During operation phase, the ambient air quality have been found to comply with the acceptable
limit of DOE. The noise level, however, has been observed crossing the DOE standard during
night period of October at the project site (NL4). In addition, surface and ground water quality
have been found to be within the limit of DOE.

3 The project area has been considered as Industrial Zone based on land use

16| Page




M. Disclosure of environmental monitoring

As disclosure of environmental monitoring, NBBL has kept the copy monitoring result available
at project site.

Iv. Monitoring adjustment measure

As the air, water and noise monitoring result have been found to be within the limit, no
adjustment measures have been recommended.

3.3 COMPLIANCE WITH SAFEGUARDS POLICY STATEMENT, 2009 OF ADB

It is already said that the NBBL project has to comply with the requirement of SPS, 2009 of
ADB. Accordingly, the compliance of this project in regard of major EHS related requirement

are mentioned in Table 3.7.

Table 3.7: Compliance with important EHS aspects

ADB Issue and Description of Observation compliance
Requirements Status
Environment ERM India has conducted the environmental impact assessment Complied
Assessment
requirements for
various financing
modalities
Occupational  and | NBBL has ensured the satisfactory application of PPE. Complied
Community  Health
and safety There is satisfactory evidence of fire drill. Complied
Biodiversity The activities in relevant to operation phase seems to be inadequate to adversely | Complied
Conse_fVa“O“ and | affect the biodiversity and natural resource management in the project area to a
sustainable natural | greater extent. But due to the long-term operation of the project, there could be
resource limited/minimal impact to the local biodiversity.
management
Pollution prevention | NBBL conducts the air, water and noise monitoring on a regular basis. And the | Complied
and abatement monitoring result has been found to be within the acceptable limit. So, it can be

said that there is sufficient preventive measures against the potential pollution
Physical Cultural | Due to the unavailability of physical cultural resources within the range of close | Complied
resources distance, the issue of adversely affecting the physical cultural property seems not

to be relevant with the project.
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4.0 IMPLEMENTATION OF SOCIAL SAFEGUARDS

4.1 IMPACT ON RESETTLEMENT OF THE PROJECT AFFECTED PEOPLE AND
LIVELIHOOD

As the project site is a purchased land of NBBL from private land-owners through willing seller-
willing buyer arrangement, there is no issue of resettlement. In addition, as the project site
was of a low lying land with dominating water logging trend, there was no significant economic
activity. So, the project is not associated with adversely affecting the livelihood of any local
household.

4.2 INSTITUTIONAL ARRANGEMENT ON SOCIAL SAFEGUARD
Institutional arrangement

Mr. Fazlur Rahman is also in charge of social safeguard with reporting responsibility to Mr. J.
Sinhamahapatro.

Grievance Redress Mechanism

The project site is a purchased land having no involuntary resettlement issue. In addition, there
is no habitat of indigenous community in the project area. According to the local community
members, during construction phase, NBBL focused on deploying workers coming from local
community and they were satisfactorily paid. In addition, NBBL supported the local community
in various social infrastructures like widening of existing roads, renovation of mosque etc. So,
no grievance was flagged.

For ensuring proper redressal of grievances, NBBL has introduced Grievance Box and
Grievance Log Book. While reviewing the Grievance Log Book and consultation with local
people, no significant grievance has been observed.

4.3 IMPACT ON INDIGENOUS PEOPLE

Based on the primary observation during site visit and secondary sources, no habitat of any
indigenous community has been reported at Char Borhanuddin. So, the project has been
categorized as C for Indigenous Peoples (IP) safeguards concluding that there is no issue
about adversely affecting IP neither in construction phase nor in operation phase.

NBBL has conveyed that they are gender and caste neutral. So, any qualified person coming
from the indigenous community will be equally treated during the recruitment process and will
be given the same benefits as like as other personnel.

4.4 CHILD LABOUR

The Bangladesh Labour Act 2006 (Act XLII of 2006) also defines the “child” and the
“adolescent” on the basis of age. As per section 2(8) of the Act, a person who has attained
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the age of 14 but below the age of 18 is considered to be an ,adolescent” and as per section
2(63), a person not attaining the age of 14 is defined as a “child".

According to The National Child Labour Elimination Policy 2010, following rights are to be
complied with, in regard of addressing child labour Issue

. Employing children according to the age determined by the Acts and not to employ
children below 14 years as a regular employee;

" Ensuring the children at domestic work not to perform any hazardous work and
providing them with proper food and accommodation, education, recreation since
they work full time; and

. Refraining child workers from physical, mental, sexual persecution and abuse.

NBBL has been found to be careful about the child labour issue. So, neither in construction
phase nor in operation phase, no child has been found to be engaged in the project activities.
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4.5 PUBLIC CONSULTATION AND DISCLOSURE OF INFORMATION

In 2020, due to COVID, it was not possible to conduct public consultation by IDCOL officials.
However, public consultation in 2019 audit period is reflected in the following sections to depict
the social responsiveness of NBBL.

I Public Consultation and major findings

As part of environmental and social compliance, the respective official of IDCOL consulted
with local respondents for a number of occasions during the reporting period.

The major findings of public consultation are as follows:

= Local people do not have specific concern about project-personnel or project activity.
= They are pleased with the measures of NBBL to mitigate noise issue

= They are happy with the social support of NBBL

Il. Response from NBBL

NBBL officials have confirmed that they are careful about the convenience of local people. So,
they conduct regular consultation meeting with the project affected peoples, and take
measures accordingly.

1. Disclosure

NBBL has confirmed that they are agreed to share environment and social safeguards
related information to the relevant stakeholders, if they are asked.

4.6 ENHANCEMENT

NBBL acknowledges the importance of satisfactory relationship to adjacent communities.
Accordingly, it has extended various types of cooperation such as:

= monetary support to adjacent religious and academic institutions
= distribution of school bag to children
= distribution of blanket
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5.0 CORRECTIVE ACTION PLAN

NBBL has been found to mostly comply with the EMP. They have been found to maintain the
required mitigation measures to address the potential impacts. However, they need to be
careful about the noise level close to a residential area as one station has shown noise level
exceeding the standard limit. From social safeguard perspective, it has been found that there
is no significant grievance neither from any internal stakeholder nor from any external
stakeholder. In addition, NBBL has been found to extend various types of social welfare
services to the communities.
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6.0 CONCLUSION
Based on the findings of environmental and social compliance audit, it can be concluded that

NBBL has been found to be mostly satisfactorily complying with environmental and social
safeguards.
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Annex 1: Environmental Clearance Certificate
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Annex 2: Location of the project site
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Figure: Satellite image of the proposed Project area
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Annex 3: PPE arrangement

Photograph: PPE arrangement
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Fire-fighting arrangement

Annex 4

-fighting arrangement

Photograph: Fire
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Annex 5: Emergency Response to COVID - 19

-

Photograph: Covid 19 awareness Photograph: Covid 19 temperature screening
poster display and hand wash

facility at site
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Annex 6: Mock fire drill

Photograph: Mock drill and first aid care with focus to fire hazard
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Annex 7: Safety Assembly
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Photographs 7(b): Safety assembly of engineers’, workers’ and security staff
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Annex 8: Application of signage

Photographs: Signage and illustrations to raise awareness on EHS




Annex 9: Current status of project
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Annex 10: Workers’ shed with sanitary facilities

Photograph: Workers’ shed

Photograph: Toilet and cleaning facilities




Annex 11: Grievance Redress Mechanism
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Photograph: Arrangement of Grievance Log Book and Grievance Box
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